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STA. 138 +05
INSTALL:

‘ELECTRICAL COMMUNICATIONS BOX, TYPE 5 (IEA)
OSP F/0 CABLE, LOGSE TUBE, SM, 144 FIBER, NAVO5~02i2 (10 LF)

FIBER OPTIC SPLICE,

FUSION (20 EA)

FIBER OPTIC CLOSURE, UNDERGROUND, 24 FIBER (IEA)

‘OSP F/Q CABLE, LOOSE TUBE, SM, 24 FIBER, COB- (Ii0 LF)
OSP F/0 CABLE, DROP, SM,24 FiBER (55 LF)

““““““““““““““““““““““““ INSTALLY—— 7

ELECTRICAL POWER SERVICE ASSEMBLY,
AERIAL SERVICE POINT (IEA)
i

INSTALL:
CONDUIT, NONMETL, TP

INSTALL:

CONDUIT, NONMETAL, TP 2, 27( 55 LF)
FOR ELECTRIC POWER SERVICE |

INSTALL: |
CONDUIT, NONMETL, TP 2,242 @ 5 LF (0 LP)

3,2(50 ILP)
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| OSP F/0 CABLE, DROP, SM, 24 ‘FI[?ER (50 LF)
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OSP F/0 CABLE, DROP, SM, 24 FIBER (20 LF)
PULL BOX, TYPE 4S {EA) SUBSTATION .
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STA. 140 +i2

INSTALL:

ELECTRICAL; CGMMUNICATIONS BOX, TYPE § (IEA)

OSP F/0\ CABLE, LOQSE TUBE, SM, 144 FIBER, NAVO5-02i2 (0 LF)

OSP F/0\CABLE, LOOSE TUBE, SM, 24 FIBER, COB~ (IO LF)
3

STATE PROJECT NUMBER SHEET | JoTaL
GA. CM-575-1(34) 38 | I3

INSTALL:

CONDUIT DUCT BANK, TYPE 3 (25 LF)

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVO5-02I12 (25 LF) —

OSP F/0 CABLE, LOOSE TUBE, SM, 24 FIBER, COB- {25 LF)
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e e . e _C T T T - TYPE W’ GUARDR/ OSP F/0 CABLE, DROP, SM, 24 FIBER (90 LF) D
E-——W- Mo b~ Mo =zE---MeETT - T TYPE “T* GUARDRALL, (25 LF) I
~~~~~~~~~~~~~~~~~ e TYPE | ANCHOR, G EA) INSTALL:
INSTALL: TYPE 6 ANCHOR, (IEA) CONDUIT, NONMETL, TP 2,2%2 @ § LF (10 LF)
CONDUIT DUCT_BANK, TYPE 3 (1205 LF) | OSP F/0 CABLE, DROP, SM, 24 FIBER (20 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0O5-0212 (1205 LF) : LT T ~—— " PULL BOX, TYPE 4S (IEA) op
OSP F/O CABEE, LOOSE TUBE, SM, 24 FIBER, COB~ (205 LF) / . STA.136 +55 bre 1o
n \ S INSTALL: STALL
e N S - CMS#52
= ST Esmaa el LED PIXEL, CMS, WALK-IN, 3X2, 18%, TYPE B (IEA)
Mo N T e .~ EEDge T ~~ STRUCTURAL SUPPORT FOR OVERHEAD SIGN, TYPE I(LS)
LL ~ SERRueL T~ ’
FUTURE SHOULDER EDGE - FUTURE RETAINING WA \ e N CABINET, GROUND MOUNTED ( EA}
_ ! I P
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__________________________________________________________________________________________________________________________________________ JYPE _"W*GUARDRALL, U5 LF)_—— P e
| TYPE T"GUARDRALL, (25 LF) \
— LINK TO EXISTING GUARDRAIL L . L L L SB I-575 . " TYPE 6 ANCHOR, ( EA) e
TYPE “W"GUARDRAIL, (125 LF) o o o o o _" TYPE 12 ANCHOR, EAY Y
wwwwwwwwwwwwwwwwww B e o e = R .~ X
CONDUIT, FIBERGLASS, 244 @ 210 LF, (840 LF) .
N = — [ | ] | | OSP F/0 CABLE, LODSE TUBE, S, M4 FIBER, NAVOS-0212, (210 LF) — —
S . OSP F/O CABLE, LOOSE TUHE, SM, 24 FIBER, COB- (210 LF) i
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. O _ . — . . - - __ N . NB I-575 & _ . _TYPE "W"GUARDRAIL, (125 LF) '\ N2C50 . - S CONDUIT, FIBERGLASS) 2% 4 @\200 LF, (800 LF) o
TYPE 12 ANCHOR, (/EA) | OSP F/0 CABLE, LOOSE TUBE} SM, 144 FIBER| NAVOS-02T, (200 LFY™ Nt
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,,,,,,, FUTURE ~~s . T T \ !
e SHOULDER EDGE ) ...._‘__\\\ lNSTALL: !,/ \‘ . : !I
TS~ VIDEO CAMERA SENSOR ASSEMBLY (2 EA)(SIC504, N2C504) 6PC TO | ; FUNURE SHQULOER ERGE
~~~~~~~~~~ VDS SYSTEM PROCESSOR, TYPE A“(EA) INSTALL §
INSTALL: FIELD™ SWHTEH,-TYPE B_(IEAM-" STA. 136 +45 TRANSFORMER | i
CONDUIT DUCT BANK, TYPE 3 (1055 LF) F/0 CLOSURE, FDC (RACK MOUNTED), 24 FIBER (IEA) INSTALL: | / ! ! 5
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVO5-02H (1055 LF) CABINET, TYPE D (IEA) MOUNTED ON SIGN PULL BOX, TYPE 7 (EA) NSTALL: i <
- 35’ TUBULAR EXTENSION MOUNTED ON STRUCTURE (iEA) OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0O5-02Ii (0 LF) ELECTRICAL PQWER SERYICE ASSEMBLY, <
INSTALL: o AERIAL SERVICE PDINF (EA) &
CONDLHT, NONMETAL, TP 2, 2( (225 LF) T T T T T T e mmm— e AN STA. 140 +0l N J , 5
- Mo ——— e e T T e e e STA. S !
OR ELECTRC POMER SERVCE . NSTALL: ===~iNSTALL: ’ } &
T CONDUIT DUCT BANK, TYPE 3 (70 LF) ELECTRICAL COMMUNICATIONS BOX{TYPE § (EA) — !
o OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVOS-0211(I70  LF) OSP F/0 CABLE, LOOSE TUBE, SM{144] FIBER, NAV05-0211 (0 LF)
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T STA. 138 +07 INSTALL: /
P INSTALL: CONDUIT DUCT BANK, TYPE 3 (10 LK) ! |
% ELECTRICAL COMMUNICATIONS BOX, TYPE 5 (IEA) OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVO5-02ii(li0 LF) —
/ OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVO5-02H (O LF) |
, . INSTALL: . :
‘ CONDUIT DUCT BANK, TYPE 3 (79 [LA) |
OSP F/0 CABLE,LOOSE TUBE, SM, 144 [FIBER, NAVO5-0212 (75 LF)—
OSP F/0 CABLE, LOOSE TUBE, SM, 24 FIBER, COB~ (75 LF)
STA. 140 +79
THE CONTRACTOR SHALL CONNECT THE CMS #52 NETWORK PORT INSTALL:
TO THE FIELD SWITCH IN THE CABINET FOR VDS SIC504, N2C504 PULL BOX, TYPE 7 (IEA)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-0212 (I0 LF
OSP F/0 CABLE, LOOSE TUBE, SM, 24 FIBER, COB- (IO LF)
G RESHAM SCALE IN FEET
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